
 

 

 

 
DATALOGIC AUTOMATION 

PROFINET IO Devices (1-port, 2-port) 

Configuration Rules 

last update: 21/8/2013 

 

Pag. 1 of 3 

 
 
 
Question: 
How to configure the PLC I/O area in order to properly connect the 
Datalogic Profinet  IO devices? 

 
 
BM700   (PROFINET IO 1-port)          QLM700 (PROFINET IO 2-port) 
 
 
 
Answer: 
The PLC I/O configuration MUST respect the following 4 
requirements: 
  

1. Before put the OUTPUT modules, then the INPUT ones 
 

2. I/O module format: 1-Byte 
 

3. Max total I/O size (Input + Output): 64 bytes 
 

4. Min size for the Input area and for the Output area: 8 bytes 
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As example of rules 1 and  2, herewith attached are 2 pictures from a S7 HW 
configuration:  

- the picture below shows a PLC error condition, due to the Input modules have 
been listed before than the Output ones;  
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- the picture below shows the right sorting, output before input, then the PLC 
confirms the good connection  

 


